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LEHMAN & GETZ, P.C.

17 RIVER STREET     WARWICK, NEW YORK  10990

TIN BARN BREWING INC.

SPECIFICATIONS

629 Lybolt Road,  Bullville, NY 10915

(845) 361-3471 / Fax 361-1050

Concrete Min. Strength:  4,000 psi at 28 days

Reinforcement:  #4 & #5 Rebar / ASTM A615

Air Entrainment:  6%

Construction Joint:  Butyl Rubber Sealant

Pipe Connection: Polylok Seal or as needed

Load Rating:  HS20-44 + 30% / ASTM C857

Woodard's Concrete Products, Inc.

Page 12A    7/8/14

PRECAST TRAFFIC DUTY TANKS

750 TO 6,000 GALLONS

SEPTIC TANKS & GREASE TRAPS

Notes:

1. Effluent outlet filters are available as well as high level alarms.

2. Gas deflectors are available for 4" outlet pipes.

3. Tank designs based on the 2014 NYSDEC design standards.

4. Grease Traps are Type 2 with longer outlet baffles than Septic Tanks.

5. 1,000, 1,250, and 1,500 tanks are two-piece design with center seam.

8" (9" for 3,000 & up)

6"*

4"

PVC Tee Baffles

on inlet & outlet

by others.

L

W

H

LL

C

A

B

3"

4" 

Outlet

4" Inlet

Top View

Side View

4" Pipe connections are standard;

larger openings available on request.

6"*

walls

DE=Septic

F=Grease

Gallons

2,000

2,500

3,000

3,500

1,500

1,000

1,250

750

4,000

www.woodardsconcrete.com

Joint on 3000 & larger

20'-4"9'-6"7'-3"60"70"33"69"

67"31"70"58"7'-3"9'18'-8"

L

12'-6"

14'

15'-6"

15'-6" 8'

7'

6'-6"

6'

W H

7'-3"

7'-3"

7'-3"

7'-3"58"

58"

58"

58"

LL A

46"

46"

52"

52"31"

31"

31"

31"

B C

67"

67"

67"

67"

10'-9" 49"

35"38"

38"22"

16"43"

57"

41.5"38"19"49.5"

9'-6"4'-6"5'-11"42"34"23"51"

17'-2" 8' 7'-3"58"58"31"67"

30"

29"

E

29"

29"

29"

29"

18"

24"

21"

21"

29"

32"

32"

D

32"

32"

32"

32"

21"

27"

24"

24"

32"

48"

46"

F

46"

46"

46"

46"

23"

37"

29"

30"

46"

5,000

6,000

Middle 24" opening

added for 3,000

and larger tanks

24" dia. openings,

concrete plugs available

if needed

4"x24" vent

4"x24" slot

24" watertight, bolted

cast iron frame & cover

over all roof openings

24" ID Risers as needed

Minimum 4" layer of leveled

#2 stone, pea gravel or sand

10'-9"

10'-9"5'-11"

5'-11"

5'-11"

4'-9"

5'-3"

5'-11"

*5-1/2" for 1,000,

1,250 & 1,500 tanks

W

SPECIFICATIONS

629 Lybolt Road,  Bullville, NY 10915

(845) 361-3471 / Fax 361-1050

Concrete Min. Strength:  4,000 psi at 28 days

Reinforcement: #4 rebar gr. 60, Forta Ferro 5 lb/cy

Air Entrainment:  6%

Construction Joint:  Butyl Rubber Sealant

Pipe Connection:  Polylok Seal (patented)

Load Rating:  300 psf

Woodard's Concrete Products, Inc.
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PRECAST GREASE TRAPS

750 TO 1250 GALLONS

4'' Dia. Outlet

(3) 4'' Inlets

W

L

Size Cat.# L

Dimensions:

Top View

24" dia.

Covers

4' 10"8' 6"GT-10001000 gallon

1250 gallonGT-125010' 0" 5' 0"

#4 Rebar around perimeter

4"

3"

3" Walls

H

In

Side View

 #4 Rebar

Out

19"

Field install inlet & outlet baffles using

pipe & sanitary tees (not included).

In Out

55"

55"

50.75"

50.75"

4' 10"8' 6"GT-750750 gallon

47"
44"

H

65"

65"

56"

12"

4" Inlet

4" Outlet
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AWAY FROM BLDG.

SLOPE @ 1%

5'-0"

  SIDEWALK IS AGAINST CONCRETE CURBS, BUILDINGS, AND OTHER STRUCTURES.

3. INSTALL 1/2" PRE-MOLDED EXPANSION JOINT AT 24' O.C. AND WHERE

  OF WALK FOR SPACING.

2. JOINTER TO BE 1" DEEP. JOINT SPACING SHALL BE EQUAL TO WIDTH

1. FINISH TO BE BROOM FINISH AT 90° TO EACH SUCCEEDING SLAB.

NOTES:

COMPACTED SUBGRADE

4" COMPACTED R.O.B.
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SPECIFICATIONS

629 Lybolt Road,  Bullville, NY 10915

(845) 361-3471 / Fax 361-1050

Concrete Min. Strength:  4,000 psi at 28 days

Reinforcement:  #4 Rebar / ASTM A615

Air Entrainment:  5%

Construction Joint:  Butyl Rubber Sealant

Weights:  Base = 1,300 lbs, Riser = 500 lbs/vf

Load Rating:  H20 / ASTM C857

Woodard's Concrete Products, Inc.
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Statistics

Description Symbol Avg Max Min Max/Min Avg/Min

Parking Lot 2.3 fc 6.0 fc 0.8 fc 7.5:1 2.9:1

Roadway 2.4 fc 9.0 fc 0.5 fc 18.0:1 4.8:1

Site 0.5 fc 9.0 fc 0.0 fc N/A N/A

Schedule

Symbol Label Quantity Manufacturer Catalog Number Description Lamp

Number 

Lamps

Filename Lumens Per Lamp Light Loss Factor Wattage

A

5 American Electric Lighting ATB0 20BLEDE10 XXXXX R4 4K/5K ATB0 SERIES LED 1000MA TYPE 4 

4000K/5000K CCT

LED Array 1 ATB0_20BLEDE10_XXXXX_R

4_4K_5K.ies

8569 0.98 72

B

2 American Electric Lighting ATB0 20BLEDE10 XXXXX R3 4K/5K ATB0 SERIES LED 1000MA TYPE 3 

4000K/5000K CCT

LED Array 1 ATB0_20BLEDE10_XXXXX_R

3_4K_5K.ies

8606 0.98 71

C

4 American Electric Lighting ATB0 20BLEDE10 XXXXX R2 4K/5K ATB0 SERIES LED 1000MA TYPE 2 

4000K/5000K CCT

LED Array 1 ATB0_20BLEDE10_XXXXX_R

2_4K_5K.ies

8506 0.98 71

D

1 American Electric Lighting ATB0 20BLEDE10 XXXXX R4 4K/5K 

HSS

ATB0 SERIES LED 1000MA TYPE 4 

4000K/5000K CCT HSS

LED Array 1 ATB0_20BLEDE10_XXXXX_R

4_4K_5K_HSS.ies

6775 0.98 72

E

4 American Electric Lighting ATB0 20BLEDE10 XXXXX R5 4K/5K ATB0 SERIES LED 1000MA TYPE 5 

4000K/5000K CCT

LED Array 1 ATB0_20BLEDE10_XXXXX_R

5_4K_5K.ies

8879 0.98 71

W

4 Holophane HLWPC2 P20 40K XX T3M XXXXX 

80CRI XXXXX 2CI

Wallpack Full Cutoff LED, LED Performance 

Package P20, 4000 series CCT, Voltage, Type 

III Medium with 80 CRI LEDs and 2 

independent circuits

LED 1 HLWPC2_P20_40K_XX_T3M_

XXXXX_80CRI_XXXXX_2CI.ie

s

4617 0.92 49

1. Readings shown are based on a total LLF of as shown at grade. Data 

references the extrapolated performance projections in a 25c ambient 

based on 10,000 hrs of LED testing (per IESNA LM-80-08 and projected 

per IESNA TM-21-11).

2. Please refer to the "luminaire locations" for mounting heights.

3. Product information can be obtained at www.Holophane.com or

through your local agency.
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